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EXPANSION JOINT

BED CUBICLE

3A123

BED CUBICLE
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NEW PARTITION - 2 1/2" METAL
STUD WITH 2 LAYERS GWB

RELOCATED POWER
OUTLET

NEW PARTITION - 2 1/2" METAL
STUD WITH 1 LAYER GWB

BRICK, BACKUP AND INSULATION
INFILL; MATCH EXISTING
CONSTRUCTION

3/4" MDF BOARD, ATTACH ON BRIDGE
SIDE, PAINTED BOTH SIDES; EXTEND
BOARD 3" WIDER THAN WINDOWS

NEW CARPET WITH RUBBER
TRANSITION STRIP

NOTE: PAINT WALLS; REPAIR
GRID AS NEEDED AND
REPLACE CEILING TILES
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KNOCK OUT PANEL SEE DETAIL 4/AS3-102
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BED CUBICLE

3A123

BED CUBICLE

3A122

CONTROL
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5CENTER

REMOVE CUBICLE CURTAIN

ICU DOORS TO REMAIN REMOVE PREFABRICATED
BESIDE PATIENT UNIT;
RETURN TO VA; CAP ALL
UTILITIES AT WALL

REMOVE BEDSIDE
RETRACTABLE TOILET/LAV;
RETURN TO VA; CAP ALL
UTILITIES AT WALL

RELOCATE OUTLETS

REMOVE IV TRACK; RETURN TO VA

REMOVE WINDOW & FRAME, STOOL,
BRICK AND BACKUP TO ALLOW FOR
BRIDGE CONNECTION; SALVAGE
BRICK FOR IN FILL

AS1-132

7

NOTE: REMOVE MEDICAL
GAS OUTLETS AND CAP
SERVICE AT WALL

G

REMOVE WINDOWS AND WINDOW STOOL

REMOVE BRICK, INSULATION AND BACKUP
FOR BRIDGE OPENING; SALVAGE BRICK
AND BACKUP FOR USE AS INFILL; PROVIDE
NEW INSULATION AT INFILL

THIRD FLOOR

CONTINUOUS SANTOPRENE SEAL

CONTINUOUS ALUMINUM
SURFACE MOUNT FRAME

CARPET
3"

1
 1

/4
"

1
/4

"

CONTINUOUS ALUMINUM SUPPORT BAR

CONCRETE SCREW

2 HOUR FIRE BARRIER

CONTINUOUS ALUMINUM
VARIABLE DEGREE RETAINER

6
 1

/8
"

3
"

CONTINUOUS ALUMINUM
VARIABLE DEGREE PLATE

CONTINUOUS VINYL GASKET

5/8" GYPSUM WALL BOARD

 SELF TAPPING SCREW 3/8"

LOCATOR LIP

2 HR FIRE BARRIER

3" METAL PANEL

5/8" GYPSUM WALL BOARD

6" METAL STUD

BRIDGE

BUILDING 1
2 1/2" METAL STUD

3" EXPANSION JOINT AND COVER

SEE DETAIL 3/AS5-301

EXISTING CONSTRUCTION

Floor Plan Notes
1. SEE DRAWING AS8-401 FOR PARTITION TYPES.

2. SEE DRAWINGS AS7-101, AS7-102 & AS7-103 FOR
INTERIOR ELEVATIONS.

3. SEE DRAWINGS AS9-300, AS9-311, AS9-321 & AS9-341
FOR INTERIOR FINISHES.

4. SEE DRAWINGS AS9-211, AS9-221, AS9-231 FOR
ACCESS FLOORING LOCATIONS.

5. HANDICAPPED ACCESSIBLE TOILETS PER USAF/VA
STANDARDS.

6. ALUMINUM BENCH, PAINT PERFORATED SEAT & BACK.

AS1-132
8

2 LAYERS 5/8" DRYWALL ON
2 1/2" METAL STUDS CONSTRUCT TO
STRUCTURE ABOVE

EXISTING COLUMN AND ENCLOSURE

EXISTING EXTERIOR WALL

3 LAYERS 5/8" DRYWALL TO STRUCTURE
ABOVE
6"  METAL STUD
AIR/VAPOR BARRIER OVER 5/8"
GYPSUM SHEATHING
3" INSULATED METAL PANEL (R-21)

EXISTING ICU WALL

1' - 0"

10 3/4" BRIDGE EXTERIOR WALL

AS1-132
8

O.H.

2 LAYERS 5/8" DRYWALL ON 2 1/2"  METAL STUD

6" METAL STUD WITH  6"  BATT INSULATION (THERMAL)

1" RIGID INSULATION

NEW MASONRY; MATCH EXISTING BRICK AND MORTAR

AIR SPACE

EXISTING EXTERIOR WALL

1 LAYER 5/8" DRYWALL

3" INSULATED METAL PANEL

AIR/VAPOR BARRIOR WITH 5/8" GYPSUM SHEATHING

6" METAL STUD

3 LAYERS 5/8" DRYWALL

FLOOR EXPANSION JOINT

AS1-132
8

AS1-132
7

1
' -

 0
"

EXISTING CEILING

2 LAYERS 5/8" GWB ON 2 1/2" METAL
STUDS; CONTINUE TO STRUCTURE ABOVE

8'-0" A.F.F.

NEW ACOUSTIC CEILING TILE AND  GRID

VERTICAL ALUMINUM EXPANSION JOINT

2 LAYERS 5/8" GWB ON  2 1/2" METAL STUDS;
CONTINUE TO STRUCTURE ABOVE

6" METAL STUDS

1

AS5-303

4

AS5-303

EXTERIOR WALL CONSTRUCTION

10 3/4"

2 LAYERS GWB

RATED DOOR FRAME

2 LAYERS GWB

DOUBLE METAL STUD

Partition Rating Legend

S S S S S

1 HOUR FIRE

2 HOUR FIRE

1 HOUR SMOKE BARRIER

HAZARDOUS AREA

SHAFT

SMOKE ZONE

FOR CONSTRUCTION
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 1/8" = 1'-0"
1 Plan Detail Floor Elevation - 1204' - 10 3/4"

 1/8" = 1'-0"
2 Building 1 Third Floor Demolition Plan

 1/8" = 1'-0"
3 Building 1 Exterior Elevation - Demolition

 3" = 1'-0"
7 Detail - Expansion Joint - Floor

 3" = 1'-0"
8 Detail - Expansion Joint - Wall

 1" = 1'-0"
4 Plan Detail at Bridge and Building 1 (North)

 1" = 1'-0"
5 Plan Detail at Bridge and Building 1 (South)

 1" = 1'-0"
6 Section at Bridge and Building 1

 1" = 1'-0"
9 Detail - Door on Bridge
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